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 1/8" = 1'-0" RENOVATE BUILDING 69

CGS/WCM KLC

1ST FLOOR ELECTRICAL DEMOLITION PLAN

70 86

ED101
1/22/2014

ISSUED FOR BID
3627

1400 Black Horse Hill, Coatesville, PA

 1/8" = 1'-0"1 1ST FLOOR ELECTRICAL DEMOLITION PLAN

1ST FLOOR ELECTRICAL DEMOLITION PLAN NOTES:

1. DEMOLISH ALL ELECTRICAL CONDUCTORS AND CONDUIT BACK TO PANELBOARD FOR
ALL DEVICES.  MARK EXISTING UNUSED OVERCURRENT PROTECTION DEVICES AS "SPARE".
REVISE PANEL SCHEDULES TO REFLECT NEW WIRING.

2. CONTRACTOR SHALL REUSE EXISTING FIRE ALARM DEVICES IF NOT DAMAGED DURING
DEMOLITION.

3. CONTRACTOR SHALL NOT LEAVE ANY UNUSED ELECTRICAL DEVICES ABANDONED IN
PLACE. ALL ELECTRICAL DEVICES MUST BE REMOVED.

4. EXISTING EQUIPMENT, SUCH AS LIGHTING FIXTURES, WIRING DEVICES, CONDUITS, ETC., TO BE
REMOVED COMPLETELY.  CUT/CAP CONDUITS AT THE AREA OF WORK PERIMETER AND
REMOVE CONDUIT WITHIN THE WORK AREA, DISCONNECT WIRING AT THE OVERCURRENT
PROTECTIVE DEVICE AND REMOVE WIRING COMPLETELY FROM THE ABANDONED CONDUITS.

5. REMOVE ALL ACCESSIBLE ABANDONED WIRING OF ALL TYPES, OR CAP AND LABEL IN
JUNCTION BOX FOR RE-USE, IN COMPLIANCE WITH THE NATIONAL ELECTRIC CODE.

6. MAINTAIN AND RESTORE ANY EXISTING SYSTEMS THAT WILL REMAIN IN USE DURING
DEMOLITION OR CONSTRUCTION.  IF INTERRUPTED, ALL CONDUITS AND CONDUCTORS
PASSING THROUGH RENOVATED AREAS AND SERVICING UNDISTURBED AREAS.

7. CONTRACTOR IS RESPONSIBLE FOR ALL DEMOLITION.  DEVICES SHOWN ARE NOT ALL
INCLUSIVE, CONTRACTOR SHALL VERIFY IN FIELD EXTENT OF ALL DEMOLITION.

KEY NOTE

1 EXISTING PANEL '69H' SHALL BE RELOCATED TO MECHANICAL AREA
1-606. SEE 1/E-102 FOR NEW LOCATION.

2 EXISTING KILNS TO BE RELOCATED. RECONNECT AS SHOWN ON E-102.

3 EXISTING PANEL '69F' TO REMAIN. SEE NOTES E-102.

4 ELECTRICAL WIREMOLD OR WIRE TROUGH TO BE DEMOLISHED.

5 AUTOMATIC DOOR OPENER TO BE DEMOLISHED.

6 EXISTING EQUIPMENT IN ROOM TO REMAIN.

7 PANIC ALARM TO DEMOLISHED AND TURNED OVER TO THE OWNER.

8 ADA AUTOMATIC DOOR HARDWARE TO BE DEMOLISHED.

9 DEMOLISH EXISTING SECURITY CANERA, TO BE RELOCATED.

10 DEMOLISH EXISTING AIR COMPRESSOR ELECTRICAL CONNECTION AT
EXISTING LOADING DOCK.
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